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TEC Report Number: 56598-01 
Date Issued: April 20, 2016 
 
Ms. Y’londa Kellum 
Director of Operations and Facilities 
Henry Ford Learning Institute 
20900 Oakwood Boulevard 
Dearborn, MI 48124 
 
Re: Drinking Water Sampling and Analysis for Lead and Copper. Site: Henry Ford Academy Elementary 
School located at 10225 3rd Ave, Detroit, MI 48202.  
 
Dear Ms. Kellum: 
 
On April 1, 2016, Testing Engineers & Consultants, Inc. (TEC) collected drinking water samples from 
point of use outlets at the above referenced location. All outlets that were sampled had been flushed the 
previous evening by Henry Ford Academy staff for at least two minutes. Flushing was completed at least 
eight hours before water sampling began. Both first-draw and two-minute flushed water samples were 
collected at each location. Afterward, the samples were forwarded to an MDEQ-certified drinking water 
laboratory (Paragon Laboratories, Livonia, MI) and analyzed for lead and copper using EPA Analytical 
Method 200.8.  
  
The Safe Drinking Water Act (SDWA) is the federal law that protects public drinking water supplies 
throughout the nation. Originally promulgated in 1974, the law has been amended on a number of 
occasions. The law authorizes the Environmental Protection Agency (EPA) to set standards for drinking 
water quality. Under the SDWA, EPA has established a Maximum Contaminant Level Goal (MCLG) for 
lead of zero and 1.3 milligrams per liter (1.3 mg/L) for copper. MCLGs are target concentrations for 
contaminants in drinking water below which there is no known or expected health risk.  Additional 
treatment techniques such as corrosion control are required of the water system provider under the Lead 
and Copper Rule if concentrations exceed the Action Level (AL) of 0.015 mg/L for lead or 1.3 mg/L for 
copper.  
 
The data table in Appendix A summarizes the laboratory results for each sampling location. The 
laboratory report and Chain of Custody form are found in Appendix B. Appendix C contains a site layout 
depicting our sampling locations.   
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Testing Engineers & Consultants, Inc. 
Henry Ford Academy: Elementary School 
Ms. Y’londa Kellum 
April 20, 2016 
 
TEC Report Number: 56598-01 
 
A total of fifty eight water samples were collected for this project. Of these, lead was detected in twenty 
eight samples and exceeded the AL in one instance. Copper was reported in every sample, however no 
concentrations exceeded the AL. 
 
The lead concentration exceeded the AL for the first draw water sample collected from the sink in Room 
# 301 (Test Location #29; Sample #57). The results suggest that the highest contribution of lead is likely 
from the faucet itself. Replacement of the faucet should significantly reduce lead concentrations at this 
location.  
 
TEC has reviewed information pertaining to the source of drinking water being provided to the Henry 
Ford Academy building. We confirmed with a representative of the municipality that the HFA building 
receives water provided by the Detroit Water and Sewage Department, which receives its water from 
three intakes. Two intakes are located in the Detroit River: one to the north near the mouth of Lake St. 
Clair and one to the south near Lake Erie. The third intake is located in Lake Huron. Residents of the City 
of Detroit receive treated water drawn from the Detroit River.   
 
TEC has also conducted a review and has included comments on the most recent Consumer Confidence 
Report (CCR), which is available on the DWSD website. A copy of the 2014 CCR is found in Appendix 
D. Our review indicates that for the 2014 calendar year, the treated water met all water quality criteria for 
which it was evaluated. No water quality violations were recorded for the treated water. Testing included 
a variety of contaminant classes: 
 
Inorganic Chemicals- fluoride and nitrate 
Disinfection Residual- Total chlorine residual 
Disinfection By-products- total trihalomethanes, haloacetic acid and bromate 
Radionuclides- Combined Radium 226 and 228 
Turbidity- Monitored every 4 hours 
Metals- lead and copper 
Special Monitoring- Sodium 
Other Regulated Contaminants- Total Organic Carbon 
 
Unregulated contaminants that were monitored during 2014 included Strontium, Total Chromium, 
Chromium +6, and Vanadium. 
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Testing Engineers & Consultants, Inc. 
Henry Ford Academy: Elementary School 
Ms. Y’londa Kellum 
April 20, 2016 
 
TEC Report Number: 56598-01 
 
Also, under the Consumer Confidence Report Rule, the local water authority has until July 1 of the 
following year to post the CCR report for testing conducted the previous year. This means that the 2015 
Consumer Confidence Report must be posted on the DWSD website no later than July 1, 2016.  
 
We are pleased to provide this service.  Should you have any questions or require additional information, 
please contact this office at your earliest convenience.  
 
Respectfully Yours, 
TESTING ENGINEERS & CONSULTANTS, INC. 

 
Scott M. Chandler, CIH, LEED AP   
Manager, Industrial Hygiene Services  
SMC/sc 
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Table One
Drinking Water Sample Results

Henry Ford Academy: Elementary School
10225 3rd Ave, Detroit, MI 48202

Sampling Date: April 1, 2016

Location Description  Cust.Sample ID Type Compound Result (mg/L)
Lead <0.0010

Copper 0.070
Lead <0.0010

Copper 0.23
Lead <0.0010

Copper 0.19
Lead <0.0010

Copper 0.23
Lead 0.0020

Copper 0.27
Lead <0.0010

Copper 0.24
Lead 0.0034

Copper 1.1
Lead <0.0010

Copper 0.29
Lead 0.0015

Copper 0.085
Lead <0.0010

Copper 0.27
Lead 0.0021

Copper 0.31
Lead <0.0010

Copper 0.34
Lead 0.0019

Copper 0.18
Lead <0.0010

Copper 0.34
Lead 0.0011

Copper 0.31
Lead <0.0010

Copper 0.34
Lead 0.0020

Copper 0.25
Lead <0.0010

Copper 0.12
Lead 0.0022

Copper 0.12
Lead <0.0010

Copper 0.21
Lead 0.0019

Copper 0.17
Lead <0.0010

Copper 0.35
Lead 0.0017

Copper 0.32
Lead <0.0010

Copper 0.35

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

19

20

21

22

23

24

13

14

15

16

17

18

7

8

9

10

11

12

1

2

3

4

5

6

Room 110; Drinking Fountain

Room 106; Sink

Room 107; Sink

Room 107; Drinking Fountain

Room 108; Sink

Room 108; Drinking Fountain

Room 110; Sink

Main Lobby Restroom Area; Left 
Drinking Fountain

Main Lobby Restroom Area; Right 
Drinking Fountain

Main Lobby Restroom Area; Men's 
Restroom; Sink

Collaboration Space; Sink

Room 106; Drinking Fountain

7

8

9

10

11

12

1

2

3

4

5

6



Table One
Drinking Water Sample Results

Henry Ford Academy: Elementary School
10225 3rd Ave, Detroit, MI 48202

Sampling Date: April 1, 2016

Lead 0.0018
Copper 0.24
Lead <0.0010

Copper 0.075
Lead 0.0011

Copper 0.090
Lead <0.0010

Copper 0.080
Lead 0.0024

Copper 0.40
Lead <0.0010

Copper 0.35
Lead <0.0010

Copper 0.27
Lead <0.0010

Copper 0.34
Lead 0.0016

Copper 0.18
Lead <0.0010

Copper 0.39
Lead 0.0015

Copper 0.34
Lead <0.0010

Copper 0.39
Lead 0.0017

Copper 0.17
Lead <0.0010

Copper 0.37
Lead <0.0010

Copper 0.34
Lead <0.0010

Copper 0.39
Lead 0.0020

Copper 0.55
Lead 0.0011

Copper 0.77
Lead 0.0024

Copper 0.29
Lead <0.0010

Copper 0.35
Lead 0.0041

Copper 0.48
Lead 0.0011

Copper 0.27
Lead <0.0010

Copper 0.43
Lead <0.0010

Copper 0.21

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

43

44

45

46

47

48

37

38

39

40

41

42

31

32

33

34

35

36

25

26

27

28

29

30

3rd Floor; Staff Room; Sink

Room 113; Drinking Fountain

Room 114; Sink

Room 114; Drinking Fountain

Staff Lounge; Sink

Room 206; Sink

Room 201; Sink

Room 111; Sink

Room 111; Drinking Fountain

Room 112; Sink

Room 112; Drinking Fountain

Room 113; Sink

19

20

21

22

23

24

13

14

15

16

17

18



Table One
Drinking Water Sample Results

Henry Ford Academy: Elementary School
10225 3rd Ave, Detroit, MI 48202

Sampling Date: April 1, 2016

Lead 0.0045
Copper 0.72
Lead <0.0010

Copper 0.34
Lead 0.0045

Copper 0.41
Lead 0.0011

Copper 0.24
Lead 0.0069

Copper 0.14
Lead 0.0012

Copper 0.22
Lead 0.0033

Copper 0.44
Lead <0.0010

Copper 0.21
Lead 0.017

Copper 0.27
Lead <0.0010

Copper 0.31

Lead 0.015 mg/L
Action Level Copper 1.3 mg/L

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

1st Draw

2 min. flush

55

56

57

58

49

50

51

52

53

54

Room 308; Sink

Kitchen/ Room 309; Left Food Prep 
Sink

Kitchen/ Room 309; Center 
Handwashing Sink

Kitchen/ Room 309; Right Dish Sink

Room 301; Sink

25

26

27

28

29
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APPENDIX C 



Report ID: 207272 - 1721635 Page 1 of 62

Scott Chandler
Testing Engineers & Consultant
1343 Rochester Rd
Troy, MI  48083

April 12, 2016

RE: Workorder: 207272

Dear Scott Chandler:

Rachel E. Szczembara
rachels@paragonlaboratories.com

Sincerely,

We appreciate the opportunity to assist you. If you have any questions concerning this report, please contact an Account
Coordinator at (734) 462-3900.

Please note that any unused portion of the sample(s) will be discarded 60 days after sample receipt, unless requested
otherwise.

This material is confidential and is intended solely for the person to whom it is addressed. If this is received in error, please
contact the number below.

Paragon Laboratories, Inc. received the samples associated with the workorder listed above for the analyses presented in the
following report. The analyses pertain only to the aliquot of sample received.

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:41 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 2 of 62

SAMPLE SUMMARY

Workorder: 207272 TESTING-040516 (2)

Lab ID Sample ID Matrix Date Collected Date ReceivedSample Description Collector

2072720001 1 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720002 2 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720003 3 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720004 4 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720005 5 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720006 6 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720007 7 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720008 8 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720009 9 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720010 10 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720011 11 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720012 12 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720013 13 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720014 14 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720015 15 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720016 16 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720017 17 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720018 18 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720019 19 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720020 20 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720021 21 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720022 22 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720023 23 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720024 24 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720025 25 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720026 26 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720027 27 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720028 28 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720029 29 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720030 30 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:41 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 3 of 62

SAMPLE SUMMARY

Workorder: 207272 TESTING-040516 (2)

Lab ID Sample ID Matrix Date Collected Date ReceivedSample Description Collector

2072720031 31 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720032 32 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720033 33 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720034 34 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720035 35 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720036 36 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720037 37 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720038 38 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720039 39 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720040 40 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720041 41 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720042 42 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720043 43 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720044 44 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720045 45 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720046 46 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720047 47 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720048 48 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720049 49 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720050 50 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720051 51 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720052 52 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720053 53 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720054 54 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720055 55 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720056 56 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720057 57 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

2072720058 58 Drinking 4/1/2016 00:00 4/5/2016 12:55HENRY FORD
ACADEMY DETROIT

Eric Molnar

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 4 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:551

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720001

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.070 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..
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Report ID: 207272 - 1721635 Page 5 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:552

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720002

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.23 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:
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Report ID: 207272 - 1721635 Page 6 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:553

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720003

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.19 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..
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Report ID: 207272 - 1721635 Page 7 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:554

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720004

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.23 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 8 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:555

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720005

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.27 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total 0.0020 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 9 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:556

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720006

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.24 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 10 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:557

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720007

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 1.1 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total 0.0034 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 11 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:558

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720008

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.29 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 12 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:559

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720009

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.085 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total 0.0015 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 13 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5510

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720010

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.27 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 14 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5511

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720011

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.31 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total 0.0021 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 15 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5512

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720012

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.34 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 16 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5513

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720013

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.18 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total 0.0019 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 17 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5514

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720014

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.34 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 18 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5515

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720015

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.31 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total 0.0011 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 19 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5516

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720016

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.34 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 20 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5517

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720017

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.25 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total 0.0020 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 21 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5518

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720018

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.12 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 22 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5519

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720019

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.12 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total 0.0022 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 23 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5520

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720020

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.21 mg/L 0.00101 07:29 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 07:29 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 24 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5521

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720021

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.17 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total 0.0019 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 25 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5522

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720022

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.35 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 26 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5523

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720023

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.32 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total 0.0017 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 27 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5524

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720024

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.35 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 28 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5525

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720025

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.24 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total 0.0018 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 29 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5526

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720026

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.075 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 30 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5527

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720027

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.090 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total 0.0011 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 31 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5528

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720028

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.080 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 32 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5529

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720029

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.40 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total 0.0024 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 33 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5530

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720030

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.35 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 34 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5531

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720031

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.27 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 35 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5532

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720032

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.34 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:42 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 36 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5533

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720033

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.18 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total 0.0016 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 37 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5534

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720034

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.39 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 38 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5535

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720035

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.34 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total 0.0015 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 39 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5536

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720036

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.39 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 40 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5537

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720037

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.17 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total 0.0017 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 41 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5538

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720038

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.37 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 42 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5539

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720039

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.34 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 43 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5540

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720040

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.39 mg/L 0.00101 08:17 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 08:17 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 44 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5541

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720041

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.55 mg/L 0.00101 09:05 DTM4/12/20161.3
Lead, Total 0.0020 mg/L 0.00101 09:05 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 45 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5542

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720042

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.77 mg/L 0.00101 09:05 DTM4/12/20161.3
Lead, Total 0.0011 mg/L 0.00101 09:05 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 46 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5543

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720043

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.29 mg/L 0.00101 09:05 DTM4/12/20161.3
Lead, Total 0.0024 mg/L 0.00101 09:05 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 47 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5544

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720044

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.35 mg/L 0.00101 09:05 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 09:05 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 48 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5545

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720045

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.48 mg/L 0.00101 09:05 DTM4/12/20161.3
Lead, Total 0.0041 mg/L 0.00101 09:05 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 49 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5546

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720046

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.27 mg/L 0.00101 09:05 DTM4/12/20161.3
Lead, Total 0.0011 mg/L 0.00101 09:05 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 50 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5547

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720047

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.43 mg/L 0.00101 09:05 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 09:05 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com



Report ID: 207272 - 1721635 Page 51 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5548

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720048

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.21 mg/L 0.00101 09:05 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 09:05 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com
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ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5549

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720049

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.72 mg/L 0.00101 09:05 DTM4/12/20161.3
Lead, Total 0.0045 mg/L 0.00101 09:05 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 53 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5550

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720050

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.34 mg/L 0.00101 09:05 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 09:05 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..
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Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 54 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5551

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720051

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.41 mg/L 0.00101 09:05 DTM4/12/20161.3
Lead, Total 0.0045 mg/L 0.00101 09:05 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..
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Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 55 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5552

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720052

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.24 mg/L 0.00101 09:05 DTM4/12/20161.3
Lead, Total 0.0011 mg/L 0.00101 09:05 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..
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Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 56 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5553

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720053

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.14 mg/L 0.00101 09:05 DTM4/12/20161.3
Lead, Total 0.0069 mg/L 0.00101 09:05 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 57 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5554

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720054

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.22 mg/L 0.00101 09:05 DTM4/12/20161.3
Lead, Total 0.0012 mg/L 0.00101 09:05 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 58 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5555

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720055

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.44 mg/L 0.00101 09:05 DTM4/12/20161.3
Lead, Total 0.0033 mg/L 0.00101 09:05 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 59 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5556

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720056

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.21 mg/L 0.00101 09:05 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 09:05 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 60 of 62

ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5557

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720057

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.27 mg/L 0.00101 09:05 DTM4/12/20161.3
Lead, Total 0.017 mg/L 0.00101 09:05 DTMH 4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)

12649 Richfield Ct.  Livonia, MI  48150  P 734.462.3900  F 734.462.3911 W http://www.paragonlaboratories.com
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ANALYTICAL RESULTS

Workorder: 207272 TESTING-040516 (2)

4/5/2016 12:5558

Matrix: Drinking Water
(Potable)

RegLmt
Parameters

Lab ID:

Sample ID:

RegLmt

2072720058

Result Units ReportingDilution ByAnalyzedQualifier

Date Collected:

Date Received:

4/1/2016 00:00

Min Max

HENRY FORD ACADEMY DETROITSample Desc: PO: 56598-01

Factor Limit
Result Qualifier

Metals
Analytical Method: EPA 200.8

Copper, Total 0.31 mg/L 0.00101 09:05 DTM4/12/20161.3
Lead, Total <0.0010 mg/L 0.00101 09:05 DTM4/12/20160.015

This report shall not be reproduced, except in full, without the written consent of Paragon Laboratories, Inc..

4/12/2016 12:29:43 PMGenerated:

Paragon Laboratories, Inc. is certified by the Michigan DEQ to analyze Drinking Water. (MDEQ Lab No. 9901 Expires 2/25/2017)
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Report ID: 207272 - 1721635 Page 62 of 62

ANALYTICAL RESULTS QUALIFIERS

Workorder: 207272 TESTING-040516 (2)

PARAMETER QUALIFIERS

Result (or RL) is above Max limit.H
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RCRA 0 24 Hour (RUSH) 0 DW = Drinking Water WW = Wastewater 
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RCRA 0 24 Hour (RUSH) 0 DW = Drinking Water WW = Wastewater 

NPDES 0 2 Day (RUSH) 0 W = Water D = Diesel BD = Biodiesel 
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